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CALIFORNIA OCCUPATIONAL SAFETY AND HEALTH STANDARDS BOARD 
 
 

PROPOSED STATE STANDARD, 
TITLE 8, DIVISION 1, CHAPTER 4 

 
Amend Section 4530(a)(1) to read: 
 

§4530. Bakery Ovens. 
(a) General Oven Requirements.  
(1) Ovens shall be located so that possible fire or explosion will not expose groups of persons to 
possible injury. For this reason, ovens shall not adjoin lockers, lunch or sales rooms, main 
passageways, or exits.   
(2) All safety devices on ovens shall be inspected at intervals of not less than twice a month by a 
qualified person, and not less than once a year by a representative of the oven manufacturer.  
(2)(3) Main shutoff valves, operable separately from any automatic valve, shall be provided to 
permit turning off the fuel or steam in case of an emergency. 
(3)(4) Main shutoff valves shall be located so that explosions, fires, etc. will not prevent access 
to these valves. 
(4)(5) Main shutoff valves shall be locked in the closed position when men a person must enter 
the oven or when the oven is not in service. 
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NOTE: Authority cited: Section 142.3, Labor Code. Reference: Section 142.3, Labor Code.  
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